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Abstract: 
A rotor condition monitoring technique is presented in this paper based on a parameter estimation approach. In 
this technique, the stator currents, voltages and motor speed are used as the input signals, where the outputs 
will be the rotor's inductance, resistance and consequently rotor time constant. This approach is verified by 
simulation of two different induction motor cases. These simulations are buttressed by experimental data 
obtained for a 2-hp induction motor in the case of healthy as well as one, three and five rotor bar breakages. In 
these tests, the induction motor was energized from a PWM-based drive, in order to demonstrate the capability 
of using this method for rotor condition monitoring purposes. 
SECTION 1. Introduction 
In the literature, there are many papers regarding rotor condition monitoring, and rotor fault detection [1]–
[2][3][4][5][6]. Some of these works have mainly used the frequency spectrum of the stator current for rotor 
condition monitoring. The rotor magnetic field orientation pendulous oscillation, due to broken bars, was 
recently presented as an index for rotor fault diagnostic purposes. There are other techniques which are based 
on the artificial intelligence and data mining methods as well as some investigations based on parameter 
estimation or parameter identification techniques. 
A reliable parameter estimation technique for induction motors is critical for the development of high-
performance drive systems, and it can also be utilized for condition monitoring applications as well. However, in 
the context of existing literature the main thrust of parameter estimation techniques in motor-drive control 
applications is its use to achieve fast and controlled torque response of an induction motor utilizing the principle 
of vector (field oriented) control. The widely used squirrel-cage rotor aids in the robustness and economy of the 
drive, but rotor quantities are not accessible. However, the full advantage of vector control is available only if 
the instantaneous position of the rotor flux vector relative to a stationary reference frame can be indirectly 
obtained. Hence, knowledge of motor parameters is needed. 
An accurate parameter estimation technique can also be used for motor condition monitoring purposes [6]. 
Here in this paper, a simple and reliable technique, based on parameter estimation methods, is introduced for 
rotor broken bar fault detection. The main idea is that the apparent rotor resistance and leakage inductance of a 
squirrel-cage induction motor will increase when a rotor bar breaks. Meanwhile, the stator resistance, 
inductance and the magnetizing inductance will not be directly impacted by such rotor bar breakages. This will 
be justified here from experimental laboratory observations. It is a well established fact that a broken bar fault 
generates modulation envelops superposed on the amplitudes of stator currents over a slip cycle. This type of 
envelops can not be observed under no-load condition because the squirrel-cage bars virtually conduct no 
current under such a condition. Accordingly, the rotor circuit's effects are hardly reflected on the stator side. 
This means that the stator parameters are not affected by a bar breakage. This is due to the fact that in a no-
load situation only the electrical circuits of the stator windings carry the currents and the rotor circuit behaves 
like an open circuit secondary winding. 
This paper addresses two issues, first it presents a new approach for rotor parameter estimation of induction 
motors, and second it presents the utilization of this parameter estimation approach for purposes of rotor 
condition monitoring of induction motors. 
The present rotor parameter estimation approach constitutes a combination of signal processing and least 
squares techniques. In this approach, the motor terminal currents, voltages and motor speed are sampled over a 
specific period of time. The measured voltages and currents are transformed from an ABC frame of reference to 
a stationary dq reference frame. Then, the obtained voltages and currents are further broken down to their 
frequency components. Furthermore, those waveforms are mathematically expressed in a form of summation 
of sinusoidal waveforms with their associated frequencies. Consequently, the rotor currents, which are not 
physically accessible, can be calculated. Based on the measured stator quantities and obtained rotor currents, all 
represented in the stationary dq0 reference frame, a least squares method was implemented to calculated the 
rotor's inductance and resistance estimations. 
 
Fig. 1 The developed squirrel-cage rotor circuit representation. 
SECTION II. The Induction Motor Model 







𝑟𝑠 + 𝐿𝑠𝐷 𝜔𝐿𝑠 𝐿𝑚𝐷 𝜔𝐿𝑚
−𝜔𝐿𝑠 𝑟𝑠 + 𝐿𝑠𝐷 −𝜔𝐿𝑚 𝐿𝑚𝐷
𝐿𝑚𝐷 (𝜔 − 𝜔𝑟)𝐿𝑚 𝑟𝑟 + 𝐿𝑟𝐷 (𝜔 − 𝜔𝑟)𝐿𝑟








where, 𝑟𝑠 is the stator resistance, 𝑟𝑟 is the rotor resistance, 𝐿𝑠 is the stator inductance, 𝐿𝑟 is the rotor 
inductance, 𝐿𝑚 is the magnetizing inductance, 𝜔𝑟 is the rotor speed, 𝜔 is the speed of the reference frame, 
and 𝐷 is the time differential operator. 
This matrix equation can be represented in a dq0 reference frame fixed to the stator, by substituting the 







𝑟𝑠 + 𝐿𝑠𝐷 0 𝐿𝑚𝐷 0
0 𝑟𝑠 + 𝐿𝑠𝐷 0 𝐿𝑚𝐷
𝐿𝑚𝐷 −𝜔𝑟𝐿𝑚 𝑟𝑟 + 𝐿𝑟𝐷 −𝜔𝑟𝐿𝑟
















(𝑣𝑑𝑠 − 𝑟𝑠𝑖𝑑𝑠 − 𝐿𝑠𝐷𝑖𝑑𝑠)
 
(3)(4) 
Here, 𝑣𝑞𝑠, 𝑣𝑑𝑠, 𝑖𝑞𝑠, 𝑖𝑑𝑠, 𝑖𝑞𝑟, and 𝑖𝑑𝑟 are represented in the stationary frame of reference with the rotor currents 
referred to the stator side. Using the Fast Fourier Transformation (FFT), one can obtain all frequency 
components of any stator or rotor voltages and currents. From the obtained frequency components, the 
waveforms can be reconstructed in a time domain as the summation of the sinusoidal waveforms. For instance, 




(𝜔𝑖𝑞𝑠(ℎ)𝑡 + 𝜓𝑖𝑞𝑠(ℎ)) 
(5) 




sin(𝜔𝑖𝑞𝑠(ℎ)𝑡 + 𝜓𝑖𝑞𝑠(ℎ)) 
(6) 
Again, the main idea is that the apparent rotor resistance and inductance of a squirrel-cage induction motor will 
increase when a rotor bar breakage occurs. This becomes obvious upon examination of the developed circuit 
representation of the rotor cage, see Fig. 1, in which one or more bar breakages will mean that one or more of 
the bar resistances, 𝑟𝑏, will assume an infinite value. Consequently, and increase in the overall equivalent 
resistance of the rotor cage will ensue. Meanwhile, such a bar breakages will have virtually no effect on stator 
resistance, stator leakage inductance and the magnetizing inductance which are depend on stator condition and 
load. Hence, these parameters are considered as the known parameters which might be calculated off-line 
through the no-load and locked rotor tests, or other techniques. 
Substituting the terms, 𝑣𝑞𝑠, 𝑣𝑑𝑠, 𝑖𝑞𝑠, 𝑖𝑑𝑠, 𝐷𝑖𝑞𝑠, and 𝐷𝑖𝑑𝑠 into (3) and (4) gives a series of digital values 
for 𝐷𝑖𝑞𝑟 and 𝐷𝑖𝑑𝑟. Furthermore, those can be represented as the summation of sine-waves. For 
instance, 𝐷𝑖𝑑𝑟 can be written as follows: 





(𝜔𝑖𝑞𝑟(ℎ) + 𝜓𝑖𝑞𝑟(ℎ)) 
(7) 








sin(𝜔𝑖𝑞𝑟(𝑘)𝑡 + 𝜓𝑖𝑞𝑟(ℎ)) 
(8) 
A similar procedure can be achieved for calculating 𝑖𝑑𝑟 from 𝐷𝑖𝑑𝑟. Now, the next step is to 
calculate 𝑟𝑟 and 𝐿𝑟 based on the known quantities, which are 𝑣𝑞𝑠, 𝑣𝑑𝑠, 𝑖𝑞𝑠, 𝑖𝑑𝑠𝐷𝑖𝑞𝑠, 𝐷𝑖𝑑𝑠, 𝐷𝑖𝑞𝑟, 𝐷𝑖𝑑𝑟, 𝑖𝑞𝑟, 
and 𝑖𝑑𝑟 in a specific period of time in the form of series of digital values. From (2), the rotor differential 
equations can be rewritten as follows: 
𝑖𝑞𝑟𝑟𝑟 + (𝐷𝑖𝑞𝑟 −𝜔𝑟𝑖𝑑𝑟)𝐿𝑟 = 𝜔𝑟𝐿𝑚𝑖𝑑𝑠 − 𝐿𝑚𝐷𝑖𝑞𝑠
𝑖𝑑𝑟𝑟𝑟 + (𝐷𝑖𝑑𝑟 −𝜔𝑟𝑖𝑞𝑟)𝐿𝑟 = 𝜔𝑟𝐿𝑚𝑖𝑞𝑠 − 𝐿𝑚𝐷𝑖𝑑𝑠
 
(9)(10) 
where, the unknown parameters are the rotor resistance, 𝑟𝑟, and the rotor inductance, 𝐿𝑟. In order to estimate 
these parameters, either (9) or (10) can be used for implementing a Least Squares (LS) method. Here, 
equation (9) is considered for the remainder of the discussion on estimating the unknown parameters. Let 





𝑇 = [𝑖𝑞𝑟𝐷𝑖𝑞𝑟 −𝜔𝑟𝑖𝑑𝑟]
𝑇 ,
𝑦 = 𝐿𝑚(𝜔𝑟𝑖𝑑𝑠 − 𝐷𝑖𝑞𝑠).
 
Hence, (9) can be expressed based on the vectors of the unknown parameter, 𝜃, 𝑥, and 𝑦 as follows: 
𝑥𝑇𝜃 = 𝑦 
(11) 
in this case, 𝑦 ∈ ℝ1, 𝜃 ∈ ℝ2, and 𝑥 ∈ ℝ2. 













or we can write 𝑋𝜃 = 𝑌 and if 𝑋 is non-singular, then it follows that 𝜃
^
= 𝑋−1𝑌. Of course the estimated vector 
parameters will not be exactly equal to the real values, this means 𝜃
^
≠ 𝜃, because the 𝑥 's and the 𝑦 's contain 
measurement noise. If we made 𝑁 measurements, 𝑁 > 2, we could minimize the squared error between the 


















where, 𝛼 is known as the weighting factor and typically (1/𝛼) is set to a value just less than one. After further 



















It has to be pointed out that the denominator in (15) is a scalar, although 𝑥 is a vector, and 𝑃 is a matrix. 





The approach procedure can be summarized in the following functional block diagram shown in Fig. 2. 
 
Fig. 2. The approach procedure 
SECTION III. Simulation Results 
Before implementing this new approach for the condition monitoring of the rotor cage of an induction motor, 
this approach was examined for two different sizes of induction motors, where their respective rated values and 
their parameters are given in Table 1.  
Table I Induction motors parameters 
Motor Rating   𝑟𝑠 𝐿𝑠 𝐿𝑚 𝐿𝑟
′  𝑟𝑟
′ 𝐽 
Bp Volts Rpm (ohms) (H) (H) (H) (ohms) (kg.m2) 
7.5 220 1710 0.35 0.0540 0.0525 0.0532 0.25 0.026 
50 460 1705 0.09 0.0390 0.0375 0.0384 0.15 0.047 
 
The simulation results were obtained during the stating transient period of each induction motor, when the 
induction motor was energized by a three-phase sine-wave voltage source. Here, in Fig. 3 and Fig. 4, the rotor 
estimated resistance and the rotor estimated inductance of the 7.5-hp power induction motor are shown as an 
example. The actual parameters, the final estimated values, e.g. see Fig. 3, and the errors of these estimations 
for both the 7.5-hp and 50-hp are given in Table 2 and Table 3. 
The simulation results show that the percentage errors between the actual and estimated rotor inductances are 
0.38% and 0.26% for the 7.5-hp and 50-hp induction motors, respectively. However, the percentage errors 
between the actual and estimated rotor resistances are 3.48% and 9 % for the 7.5-hp and 50-hp induction 
motors, respectively. This means that both the estimated resistances and inductances are very close to the 
actual corresponding values. 
In order to investigate which one of the rotor parameters are more suitable for rotor condition monitoring 
purposes, a white noise was added to the actual speed. This means that a random value between 0 and 1 % of 
the rated speed was added to the actual speed value. The estimation results, which are given in Table 
4 and Table 5, show that the estimated value of rotor inductance is more reliable than the estimated rotor 
resistance value. 
 
Fig. 3. The rotor resistance estimation of the 7.5-hp induction motor during motor staring. 
 
Fig. 4. The rotor inductance estimation of the 7.5-hp induction motor during motor starting. 
Table II Rotor actual and estimated resistance 
Induction Motor Actual Value Estimated Value Error 
7.5-ph 0.25 0.2413 3.48% 
50-hp 0.15 0.1363 9% 
 
Table III Rotor actual and estimated inductance 
Induction Motor Actual Value Estimated Value Error 
7.5-ph 0.0532 0.0534 0.38% 
50-hp 0.0384 0.0385 0.26% 
 
Table IV Rotor actual and estimated resistance in presence of noise in the speed measurements 
Induction Motor Actual Value Estimated Value Error 
7.5-ph 0.25 0.2312 7.52% 
50-hp 0.15 0.1355 9.67% 
 
Table V Rotor actual and estimated inductance in presence of noise in the speed measurements 
Induction Motor Actual Value Estimated Value Error 
7.5-ph 0.0532 0.0527 0.94% 
50-hp 0.0384 0.0381 0.78% 
 
SECTION IV. Experimental Results 
In addition to the simulation verification of the new approach for rotor parameters estimation, a set of 
experimental data obtained from testing a 2-hp induction motor with 36 rotor bars, stator resistance 0.65 ohms, 
and magnetizing inductance, 0.165 (H), was implemented for further verification. These tests were done under 
healthy condition as well as one, three and five broken bars conditions in a steady state situation, when the 
motor was energized by a PWM-based drive with a constant Volts/Frequency control strategy. In these tests, the 
output line frequency of the drive was set to 50 Hz, when the carrier frequency was 1.2 KHz. Here, the acquired 
data was recorded during steady state. In this case the instantaneous values for speed measurement were not 
available, hence an average value for speed was assumed in each case. However, the terminal voltages and 
currents was sampled through a very accurate data acquisition laboratory setup, LabView SCXI 1140, when 
sampling rate was set to 50K sample per second. The test phase voltage and current waveforms for the healthy 
motor are shown in Fig. 5 and Fig. 6, respectively. Meanwhile, the modulated envelop over a slip cycle in the 
stator current due to three rotor broken bar fault is demonstrated in Fig. 7. Here, the rotor parameter 
estimation results based on these experimental data are give in Table 6. 
Table VI Rotor estimated inductances of 2-hp-im (experimental results) 
Case Study Estimated Values 
Healthy Cage 0.1662 
One Broken Bar 0.1663 
Three Broken Bars 0.1665 
Five Broken Bars 0.1668 
 
SECTION V. Conclusion 
A simple and reliable rotor parameter estimation approach has been presented in this paper. It has been found 
that this approach can be used for the rotor condition monitoring purposes. The estimated rotor inductance 
indicates that this parameter increases in value with an increase in the number of broken bars. Moreover, from 
the simulation and experimental results, it has been found that estimation of the rotor inductance is more 
reliable than the rotor resistance, especially when a noise exists in the speed measurements 
 
Fig. 5. The stator phase voltage waveform of the 2-hp induction motor during steady state, (healthy case). 
 
Fig. 6. The stator phase current waveform of the 2-hp induction motor during steady state, (healthy case). 
 
Fig. 7. The stator phase current waveform of the 2-hp induction motor during steady state over a slip cycle, 
(Three broken bars). 
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= 𝑅−1(𝑁)[(𝑅[𝑁 − 1)𝜃𝛼(𝑁 − 1)) + 𝛼𝑁𝑦(𝑡𝑁)𝑥(𝑡𝑁)]
 









(𝑁 − 1)] this can be further simplified, let define 𝑃 = 𝑅−1, hence 𝑃(𝑁) = [𝑃−1(𝑁 − 1) +
𝛼𝑁𝑥(𝑡𝑁)(𝑥(𝑡𝑁))
𝑇]−1, using the following linear algebra formula: 
[𝐴 + 𝐵𝐶𝐷]−1 = 𝐴−1 − 𝐴−1𝐵[𝐷𝐴−1𝐵 + 𝐶−1]−1𝐷𝐴−1, 
it follows that: 
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